PHYSICO-CHEMICAL AND BIOLOGICA

Consumer Name:- PRINCIPAL INV

. R/0:Khanpora Budgam
Source:-Tubewell
Status:- Treated

Forwarded By: -c/o, AEE Sub Division Budgam

Lab. Ref, No..- 1230

L WATER ANALYSIS REPORT

Date of Reception:- 23/06/2021

Date Of Examination:- 23-26/06/2021

Date of Report:- 26/06/2021

Report:-

S No. PARAMETERS UNITS RESULTS PERMISSIBLE LIMIT
01 | Turbidity NTU 3.0 1.0 5.0
02 | Residual Chlorine mg/| Nil 0.2 1.0
03 | Conductivity uS/cm 450 1000 1000
04 | Total Dissolved Solids mg/| 315 500 2000
05 |pH mg/| 7.1 6.5 8.5
06 Iron mg/! ND 0.3 1.0
07 | Sulphate mg/| <200 200 400
08 | Nitrate mg/! 10 10 50
09 | Total Hardness mg/ 300 300 600
10 | Magnesium mg/I - 30 150
11 Calcium (as Ca) mg/| - 75 200
12 | Fluoride mg/| 0.1 0.5 1.0
13 | Chlorides mg/| 40 200 1000
14 | Total Coliform MPN/100m| | Absent(-ve) after 48 hours Absent Absent

of Incubation at 37°C

IM P RESSI ON:-The above tested parameters are within permissible limits .However, proper
chlorination/boiling is imperative for safe consumption.
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